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No.�Description�Code��0�May.20.’98�A.Yamanashi�K.Aruga�H.Iwasaki�All�Issued���1�Sep.1.’98�A.Yamanashi�K.Aruga�M.Sato�0020�Added the 2.3.�AD/CH�������0030�Added the 2.3.�AD/DL�������0065�This page was newly added.�AD�������0070�2.3 ( 2.4.�CH�������0080�2.4 ( 2.5, 2.5 ( 2.6.�CH�������0090�Nos. 13, 14, and 15 were deleted.�DL�������0110�Nos. 13, 14, and 15 were deleted.�DL��2�Jan.20.’99�A.Yamanashi�K.Aruga�H.Iwasaki�0042�This page was newly added.�AD�������0090�Nos. 13 to 16 were added.  No.6 added by being moving from the next page.�AD�������0100�No.6 was moved to the provious page. Description on the RKY and Rack frame were added.�DL

AD�������0110�Nos. 13 to 16 were added.�AD�������0120�A technical term was added.�AD�������0130�Description was added in the (1).�AD�������0140�This page was newly added.�AD��3�Mar.19.’99�A.Yamanashi�K.Aruga�M.Sato�0090�Item 16 was changed.�CH��������Related Manuals were added.�AD��������Item No.6 was moved to the next page.�DL�������0100�Some descriptions was moved from the previous page.�AD�������0110�Item 16 was changed.�CH��������Related Manual was added.�AD�������0130�Description on (1) was changed.�CH�������0135�Page was deleted.�AD��4�May.20.’99�A.Yamanashi�K.Aruga�M.Sato�0020�Added the 2.7.�AD�������0030�Added the 2.7.�AD�������0040�Notes was added.�AD�������0042�Rackmount type (RKL) was added.�AD�������0060�Prohibited Actions was added.�AD��������Notes 4 was moved to the next page.�DL�������0062�This page was newly added.�AD�������0070�Changed composition.�CH�������0080�Added the 2.7.�AD�������0100�RKL was added.�AD��������Item No.12 was moved to the next page.�DL�������0110�Some descriptions was moved from the previous page.�AD�������0130�RKL was added. Notes was added.�AD��5�Jun.18.’99�A.Yamanashi�K.Aruga�M.Sato�0040�AC/DC PS (Notice) added.�AD�������0070�W405XX, W72DXX added.�AD��6�Aug.20.’99�A.Yamanashi�K.Aruga�M.Sato�0010�REVISION CONTROL was move to the 9000 page.

Contents were moved from the 0020 page.  2.1.1 was deleted.

2.8, 2.9, 4.1 and 4.2 were added.�CH�������0020�Contents were moved to the 0010 page.

Section 1 was moved from the 0030 page.  2.8 and 2.9 were added.�DL/AD�������0030�Section 1 was moved to the 0020 page.

Section 2 was moved from the 0040 page.�CH��

�

REVISION CONTROL

Legend for revision codes :   AD : Addition   CH : Change   CR : Correction   DL : Deletion

REV.�Date�DRW.�CHKD�APPD�Sheet

No.�Description�Code�������0040�Section 2 was moved to the 0030 page.

(2) and (3) were added.

Some description were moved from the 0042 page.  (3) was deleted.�CH�������0042�Some description were moved to the 0040 page.  This page was deleted.�DL�������0050�Subsection 2.1.1 was deleted.

Description to flow chart was added.�DL/AD�������0060�Description were changed.�CH�������0062�Description were changed.�CH�������0080�2.8 was added.�AD�������0081�This page was newly added.�AD�������0090�No.5 was moved to the next page.

HP Type and IBM Type were changed.�DL/CH�������0100�No.5 was move from the previous page. No.7 was changed. (FLASH)�AD/CH�������0110�No.13, 14, and 15 were changed.�CH�������0120�4.1 and 4.2 were added. �AD�������0130�CAUTION was added.�AD�������9000�This page was newly added.�AD�������9010�This page was newly added.�AD��7�Nov.15.’99�A.Yamanashi�A.Yamanashi�M.Sato�0010�Added 2.10.�AD�������0020�Added 2.10.�AD�������0050�Corrected.Flow�CR�������0080�Added ‘(from POWER LED off)’ on 2.8.�AD�������0081�Added 2.10.�AD��8�May.15.’00�A.Yamanashi���0050�Corrected flowchart.�CR�������0051�This page was newly added. (Page 0052 for the same reason.)�AD��������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������
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