3.	Installing U5 Rack Frame


3.1	Appearance and Maintenance Area of U5 Rack Frame


3.1.1	Appearance of rack frame


Figure 3.1.1 shows appearance of the DF-F400-U5 rack frame.
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Figure 3.1.1  Appearance of Rack Frame





3.1.2	Connecting configuration


Up to four DF-F400-U5 rack frames can be connected to the left of the CPU (basic frame).�Figure 3.1.2 shows an example of the maximum configuration.
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Figure 3.1.2  Example of the maximum configuration.





�
3.1.3	Maintenance area


Figure 3.1.3 shows the maintenance area of the DF-F400-U5 rack frame.
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Figure 3.1.3  Maintenance Area





�
3.1.4	Floor cutouts


Figure 3.1.3 shows the layout of holes for the DF-F400-U5 when it is installed on the free-access floor.
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Figure 3.1.3  Floor Cutouts Drawing
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