5 SVP operation





1-phase AC BOX installation/de-installation operation in the SVP are same as 3-phase AC BOX installation/de-installation. See “5 SVP operation” in the install section (Main volume 3/3) to operate.


But, you should select and set whether you want to operate against the 1-phase AC BOX or 3-phase AC BOX in the “Power Supply” screen, which is displayed in the first installation or system tuning in order to define Power Supply.


Select one of them :


(1) 3-phase AC Box


(2) 1-phase AC Box


and select (CL) [OK] to define Power Supply model.


The following pages are described the same screen like below diagram.


Please exchange the described screen to the below diagram to refer to the following pages.


• 4-3	in INST05-75


• 5	in INST05-240


• 3 (2)	in INST05-360


• 3 (2)	in INST05-450


• 7	in INST05-930


Need to change to the below diagram.





�





Fig 5.1  Power Supply screen
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